
Z-MAX™ Patch Panel Instructions
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See Z-MAX Outlet Instructions
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Tools Required
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A Z-Tool™
B Cutter (CI-Cutter)         
C Permanent Marker
D Philips and Flathead Screwdrivers
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Z-MAX - 48 port panel 
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Z-MAX - Angled 48 port panel 

Z-MAX - Angled 48 port panel 

Z-MAX - 24 port panel (shown throughout)   

Removal
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(Depress latch or wedgeand twist as shown)

davidg
TextBox
19"



5 6 7 8A

8B 8C 8D

IN
S_

10
0.

18
19

6.
00

   
 R

ev
. C

   
5/

14
 

To assist safe installations, comply with the following:
A. Use caution when installing or modifying

telecommunications circuits.

B. Never touch uninsulated wire terminals unless
the circuit has been disconnected.

C. Never install this device in a wet location.

D. Never install wiring during a lightning storm.
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